TABLE OF DIMENSIONS FOR CONCRETE BLOCKING
sizg 900 BEND | 450BEND || 22120BEND [ 11 1/40BEND
PP L [T [w DL [T [w] D L]T[w][D ] L|]T]W]D
4 | 24| 127 247 & || 18] 8" | 127 & | 18] 8 | 12| 8 || 15] & | 12| 6
6 | 24| 157 24" & || 18] 10| 27| & 18] 10 127 & [ 28 20 187 6"
8" | 36" 16" 30°| 8 || 24 12°] 18 o[ 24 12| 18 & || 24 12| 18] &
10" 48" 20| 36" 10°|[ 30| 14| 24| 10 30| 14 247 10°[| 247 14 18] &
12" 54| 24v| 48[ 10 36| 167 30" 10 367 16 30" 10" 30| 16 24 10°
12| 60" 287 60| 12 42’ 167 42| 12 42| 167 42| 12| 33| 167 27| 12
16" 66"| 37| 63" 12'|| 48" 1g'| 487 12 a8 18| 48'| 12| 367 18] 30"| 12
18" 66" 36"| 66" 14| 547 18| 54" 14 54| 18] 54| 147 39 18] 33| 14
20" 72" 40| 69| 14| 60" 20| eo’| 14 eo| 207 eo"| 14| 427 20| 36" 147
24| 847 a8'| 757 18| 727 22"| 72 18 727 227 72°| 18 48] 22°] 42"| 18
NOTES:
SIZE TEE | PLUG 1. FOR TEE WITH BRANCH UNEQUAL
PPEf L [T JW]D | L|]T|W]D]s TO RUN USE TEE TYPE KICKER
4" | 18" 127 127 8" |[ 18] 12" 18" 187 2" WITH D, L, AND W DIMENSIONS
6" | 18" 127] 127 g | 18" 12| 18] 187 2" THE SAME AS THOSE FOR PLUG
8" | 30"| 12"] 24| 8" || 30"| 18") 307) 24" 4 WITH SAME DIAMETER AS BRANCH
107] 367 187 307| 107)| 36| 18" 36"| 24| 4 OF TEE. SELECT "T" DIMENSIONS
12'] 48") 187 367) 107 427) 187 427) 247 4" FROM TEE TABLE UNDER COLUMN
14" 54°| 24" | 42"] 127) 48"| 187 487 30"| 6 HEADED BY THE SIZE OF THE BRANCH.
167 60°) 24| 487 127)) 54") 18] 547 307 € 2. IF EXACT SIZE PIPE BLOCKING IS
18"| 66"| 30" | 54"| 14']| 60" 24" 60"| 36" 6"
o7 30T 6ol so 2t 5 367 & NOT SHOWN, USE NEXT LARGER SIZE.
24" | 8a"| 36" | 72| 18'|[ 78" 307 78" 427 8" 3. DEPTH"D" MAY BE GREATER
THAN SPECIFIED TO ALLOW
WORKING SPACE. BLOCKING MUST BE

PLACED AGAINST UNDISTURBED
EARTH OR ROCK.

4. CONCRETE BLOCKING SHALL BE
CLASS "B".

DRAWING NOT TO SCALE

DECEMBER 31, 1994

DRAWN BY: A HW.F.
APPROVED BY: K.N.H.

CONCRETE
THRUST BLOCKING

DRAWING 3 OF 3

STANDARD
DRAWING NO.

W -2C

MURFREESBORO WATER & SEWER DEPARTMENT




